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Proposed As Built

SEPTIC TANK INLET 102.70 103.2
SEPTIC TANK OUTLET 102.45 103.0

PUMP CHAMBER INLET 102.35 101.25
PUMP CHAMBER OUTLET 102.15 101.47

SAS ORIGIN 100.46 100.5 +I
SAS TERMINUS 100.46 100.5 ÷1-

‘As Built’ Component Ties

SEPTIC TANK IN 12.9’ 22.1’ 18.7’

SEPTIC TANK COV. 17.2’ 21.2’ 15.7’

SEPTIC TANK OUT 191’ 21.3’ 14.6’

PUMP CHAMBER IN 44.3’ 43.3’ 33.7’ 313’

PUMP CHAMBER OUT 48.6’ 47.7’ 38.1’ 34,1’

INSPECTION PORT 64.8’ 56.4’ 50.6’

INSPECTION PORT 72.3’ 69.8’ 68.5’

m Name and Address

SCHOFIELD ENGINEERING GROUP
Post Office Box 127

Wayland, Massachusetts 01 778
(508) 358-5763
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Project Name and Address

‘AS BUILT’ PLAN FOR
TIM MEMBRINO

19 HENLEY ROAD
ACTONIMA
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APPROX. LOCATION OF
40 MIL PVC IMPERMEABLE
BARRIER


