
From: Robert Hart
To: Robert Hummel; Building Department; Natural Resources Department; Health Department; Fire Department;

Police Department; Manager Department; Design Review Board
Cc: Kimberly Bricker; Planning Department
Subject: RE: Munis link: Permit Application 2671
Date: Wednesday, July 13, 2016 10:46:11 AM

Robert,
 
The plan as submitted fails to comply with 527 CMR 1.0 chapter 18 section “18.2.3.4.1.1 Fire
department access roads shall have an unobstructed width of not less than 20 feet.”  Seeing as the
garage is above the 400 square foot limit for exemption, the 20 foot access must be maintained.
 
Respectfully,
 
Robert Hart
Acting Fire Chief
 

From: Robert Hummel 
Sent: Wednesday, July 13, 2016 8:19 AM
To: Building Department; Natural Resources Department; Health Department; Fire Department; Police
Department; Manager Department; Design Review Board
Cc: Kimberly Bricker; Planning Department
Subject: RE: Munis link: Permit Application 2671
 
The applicant has submitted new plans for review and if there is any additional comments, please
send them to planning@acton-ma-gov before next Wednesday - 7/20.
 
Please follow the link below to the revised plans
http://doc.acton-ma.gov/dsweb/View/Collection-7965
 
Thanks,
Robert Hummel
Assistant Town Planner
Town of Acton
978-929-6631

 

From: Kimberly Bricker 
Sent: Friday, July 08, 2016 4:35 PM
To: Planning Department; Building Department; Natural Resources Department; Health Department;
Fire Department; Police Department; Manager Department; Design Review Board
Subject: Munis link: Permit Application 2671
 

Good afternoon,
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