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To all Bidders on the Project titled: 
 
TOWN OF ACTON 
GENERATOR UPGRADE AT DISTRICT ONE & TWO FIRE STATIONS 
Acton, Massachusetts  
 
TOWN OF ACTON 
472 Main Street 
Acton, MA  01720 
978-929-7744 
 
Reference Contract Documents (drawings and specifications) dated 29 August 2013. 
 
The attention of bidders submitting proposals for the above subject project is called to the 
following addendum to the specifications and drawings.  The items set forth herein, whether of 
omission, addition, substitution, or clarification are all to be included in and form a part of the 
proposal submitted.  
 
THE NUMBER OF THIS ADDENDUM (2) MUST BE ENTERED IN THE APPROPRIATE SPACE 
“B” PROVIDED AFTER THE WORD “NUMBERS” OF THE CONTRACT FORM ENTITLED 
“FORM FOR GENERAL BID”. 
 
Clarifications –  
 
Item 1. A second pre-bid walk through will be held at 11:30AM on Wednesday September 18, 

2013, starting at Center Fire Station (Station 1, 7 Concord Road) then Station 2 (52 
School Street).  

Changes to Specifications –  
 
Item 2. Invitation to Bid:  Change the following paragraph:  “The Town of Acton, Massachusetts, 

Office of the Town Manager, will receive sealed bids for furnishing and installing a new 
generator at Fire Station 1 located at 7 Concord Road and Fire Station 2 located at 52 
School Street, Acton.  General bids are due at 2:00PM on Thursday September 19 26, 
2013 at the Office of the Town Manager, 472 Main St, Acton, MA 01720 at which time 
they will be publically opened and read.” 

Changes to Drawings –  

Item 3. E1.2 - ELECTRICAL FLOOR PLAN & SITE DETAILS 

• Detail 1/E1.0 – Existing exterior blank meter socket shall be labeled “X” & indicated to 
be removed, in lieu of “XM” & to remain.  

• Existing interior utility co. meter socket shall be labeled “X” & indicated to be 
removed, in lieu of “XM” & to remain. 

• Note for existing exhaust fan shall be changed to “to be disconnected & left in place”, 
in lieu of “to be removed. Seal & weatherproof opening.” 

• Incorporate the clarifications and/or revisions on the following sketch: SKE-1. 
 

Item 4. E1.3 - ONE LINE POWER RISER & DETAILS 

• Detail 5/E2.3  - Feed between generator remote annunciator & generator control 
panel shall be changed to “shielded twisted pair, 18/2 STP plus 2#14awg, 3/4”C, in 
lieu of 21#14-1”C. 

• Incorporate the clarifications and/or revisions on the following sketch:  SKE-2. 
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Item 5. E2.1 - ELECTRICAL SITE PLAN 

• Details 5/E2.1 & 6/E2.1 shall be deleted. 
• Incorporate the clarifications and/or revisions on the following sketch:  SKE-3. 

 
Item 6. E2.2 - ELECTRICAL FLOOR PLAN & SITE DETAILS 

• Detail 1 shall be labeled 1/E2.2, in lieu of 1/E1.0 indicated. 
• Detail 2 shall be labeled 2/E2.2, in lieu of 2/E1.0 indicated. 
• The (2) existing panel boards (“PP1” & “PP2”) shall be tagged “X” (to be removed), 

see riser. 
• Conduit for annunciator panel feed shall be changed to 3/4”C, in lieu of 1”C. 
• Incorporate the clarifications and/or revisions on the following sketch:  SKE-4. 

 
Item 7. E2.3 - ONE LINE POWER RISER & DETAILS 

• Detail 5/E2.3 - Feed between generator remote annunciator & generator control 
panel shall be changed to “shielded twisted pair, 18/2 STP plus 2#14awg, ¾”C, in 
lieu of 21#14-1”C. 

• Incorporate the clarifications and/or revisions on the following sketch:  SKE-5. 
 

End of Addendum 
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